Strojirensky zkuSebni Gstav, s.p., Brno, Cesk4 republika
Engineering Test Institute, Public Enterprise, Czech Republic

OSVEDCENi 0 ZKOUSCE
CERTIFICATE OF TEST

Cislo
Number

Vyrobce - Manufacturer

Vyrabek - Product
Typové oznaten! -Type designation

Metoda zkousek - Tast method

ZpUsob topeni - Heating method
Palivo - Fuel
Tiida - Class

Vysledky - Results
Jmenovity vykon - Mominal output

Spotfeba paliva - Fuel mass added

Uinnost - piima metoda
- Efficiency — direct method
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Jaroslav Cankaf' a syn ATMOS
Velenského 487, 294 21 Bé&la pod Bezdézem
Ceska republika - Czech Republic

Kotel teplovodni - Hol-water boiler
DC 50 GSX

SN EN 303-5:2013

ruéni - manually

dfevo A - wood A
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Kyslik Oz - Oxygen Oz % 422
CO: % 15,58
Teplota spalin - Flue gas temperature °C 164,5
Hmotnostni tok spalin - flue gas mass flow g/s 27,7

Protokoly &. - Reports No.

30-7517/T a protokoly navazujici - and follow-up reports,
Podklad pro vydani osvéd&eni vydané ZkuSebni laboratofi &. 1045.1, akreditovanou CIA o.p.s.,
- Basis for Cetfificate issue Cislo osvédceni o akreditaci 292/2016

issued by Tesfing Laboratory No. 1045.1, accredited by CAl,

Accreditation Cerlificate No. 292/2016

Strojirensky zkugebni ustav, s.p. timto osv&d&enim potvrzuje, ze u pfedmétného vyrobku proved|
zkousky a vypodty s vyse uvedenymi vysledky.

The Engineering Test Institute certifies by this Cerlificate of Test to have conducted for the given
product the test and calculation with above stated results.

Brno, 2016-08-01

Milan Holomek
vedouci zkusebny tepeinych a ekologickych zaflzen(
Head of Heat and Ecolcgical Equipment Test Station
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